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@ NEW DUCT SMOKE DETECTOR.

(1) FIRE ALARM JUNCTION BOX.

EXISTING FIRE ALARM CONTROL UNIT.

—— NEW 3 INCH FIRE ALARM CONDUIT.

CONDUCTOR IDENTIFICATION LEGEND

4-13 IDC 4416 INITIATION DEVICE CIRCUIT CONDUCTORS FOR HVAC FAN UNIT #13.
1-13 FSD 1416 RELAY CIRCUIT CONDUCTOR FOR HVAC FAN UNIT #13 FAN SHUT DOWN.

SUILDING KEY PLAN
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CINFIRE ALARM PARTIAL ROOF PLAN
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